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pH, Turbidity, Chlorine Residual Daily

Total Coliform Monthly

Nitrates and Nitrites Quarterly

Disinfection Byproducts (DBPs)! Quarterly and Annually?
Inorganic Chemicals Annually

Volatile Organic Compounds (VOCs) Every 3 years

Synthetic Organic Compounds (SOCs) Every 3 years

Lead and Copper Every 3 years
Radionuclides Every 3 years
Asbestos Every 9 years

! Total Trihalomethanes (TTHM) and Haloacetic Acids (HAAS5). 2 Main Base and Hario Housing
DBPs are monitored quarterly, other sites annually. Annual sampling of DBPs is performed in August
when it is warmer. Harioshima hauled water is monitored at Main Base.
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TABLE I
SASEBO MAIN BASE — DRINKING WATER CONSTITUENTS DETECTED IN 2021
Unit of Detected Level Standard Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement | High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.0052 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 1.0 0.60 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 6.5 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCTS
Residual Chlorine mg/L 1.02 0.11 4.0%* No Disinfectant added for water treatment.
Total Trihalomethanes mg/L 0.018 0.0071 0.080 No By-product of drinking water chlorination.
Halo Acetic Acids mg/L 0.0099 | 0.0064 0.060 No By-product of drinking water chlorination.
Bacteria
Total Coliform | Presence | Positive** | > 1+/mo. No Treatment or distribution system issues.
Contaminants # Samples Exceeding AL 90" % AL (mg/L) Violation Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.045 1.3 N9 Erosion of natural deposits.
Lead 0 0.0012 0.015 No Corrgsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.

* Residual Chlorine - Maximum Residual Disinfectant Level allowed in drinking water.

** One monthly sample out of 26 tests collected in 2021 at the Main Base system tested positive for Total Coliform bacteria. Total Coliform are generally not harmful themselves.
Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, potentially harmful, bacteria may be present. The sample tested negative
for E. coli, which can be harmful to human health. The positive Total Coliform sample was cleared by repeat samples taken within 24 hours at the same location, and at locations
upstream and downstream. The requirement for Total Coliform, testing more than one positive sample per month at the system, was not exceeded.

Abbreviations and Definitions:

AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.
mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter

- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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HARIO HOUSING — DRINKING WATER CONSTITUENTS DETECTED IN 2021

Consumer Confidence Report 2021, JN
Commander Fleet Activities Sasebo

Unit of Detected Level Standard | Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.014 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 0.9 0.13 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 8.0 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCTS
Residual Chlorine mg/L 0.58 0.04 4.0* No Disinfectant added for water treatment.
Total Trihalomethanes mg/L 0.028 0.019 0.080 No By-product of drinking water chlorination.
Halo Acetic Acids mg/L 0.020 0.0099 0.060 No By-product of drinking water chlorination.
Contaminants # Samples Exceeding AL 90th % AL (mg/L) Violation? Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.031 1.3 No Erosion of natural deposits.
Lead 0 0.0014 0.015 No Corrpsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.
* Residual Chlorine - Maximum Residual Disinfectant Level.

Abbreviations and Definitions:
AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.

mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter
- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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AKASAKI FUEL TERMINAL - DRINKING WATER CONSTITUENTS DETECTED IN 2021

Unit of Detected Level Standard Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.0056 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 0.58 0.52 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 6.7 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCTS
Residual Chlorine mg/L 0.86 0.46 4.0* No Disinfectant added for water treatment.
Total Trihalomethanes mg/L 0.015 - 0.080 No By-product of drinking water chlorination.
Halo Acetic Acids mg/L 0.0073 - 0.060 No By-product of drinking water chlorination.
Contaminants # Samples Exceeding AL 90th % AL (mg/L) Violation? Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.0079 1.3 No Erosion of natural deposits.
Lead 0 0.0015 0.015 No Corrpsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.
* Residual Chlorine - Maximum Residual Disinfectant Level.

Abbreviations and Definitions:
AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.

mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter
- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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HARIOSHIMA ORDNANCE?* — DRINKING WATER CONSTITUENTS DETECTED IN 2021

Unit of Detected Level Standard Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.0063 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 0.56 0.50 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 7.3 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCTS
Residual Chlorine | mg/L | 0.81 | 0.01 | 4.0%** | No | Disinfectant added for water treatment.
Bacteria
Total Coliform | Presence Positive*** | > 1+/mo. No Treatment or distribution system issues.
Contaminants # Samples Exceeding AL 90th % AL (mg/L) Violation? Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.046 13 No Erosion of natural deposirt’s. >
Lead 0 0.001 0.015 No Corrgsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.

* Harioshima Ordnance continues to receive hauled, containerized water to three holding tanks adjacent to facilities using the water. The water truck filling point, which is located
on CFAS Main Base, is also monitored for all primary and secondary drinking water contaminants on a regular basis. These results shown on Table IV include inorganics and
disinfectant byproducts which were measured at the main base, and residual chlorine, which were measured at the Harioshima site.

** Residual Chlorine - Maximum Residual Disinfectant Level allowed in drinking water.

*** One monthly sample out of 26 tests collected in 2021 at the Harioshima system tested positive for Total Coliform bacteria. Total Coliform are generally not harmful
themselves. Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, potentially harmful, bacteria may be present. The sample
tested negative for E. coli, which can be harmful to human health. The positive Total Coliform sample was cleared by repeat samples taken within 24 hours at the same location,
and at locations upstream and downstream. The requirement for Total Coliform, testing more than one positive sample per month at the system, was not exceeded.

Abbreviations and Definitions:

AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.
mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter

- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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IORIZAKI FUEL TERMINAL - DRINKING WATER CONSTITUENTS DETECTED IN 2021

Unit of Detected Level Standard Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.0053 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 0.61 0.5 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 6.4 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCT
Residual Chlorine mg/L 0.76 0.23 4.0* No Disinfectant added for water treatment.
Total Trihalomethanes mg/L 0.013 0.012 0.080 No By-product of drinking water chlorination.
Halo Acetic Acids mg/L 0.0068 | 0.0067 0.060 No By-product of drinking water chlorination.
Bacteria
Total Coliform | Presence Positive** | > 1+/mo. No Treatment or distribution system issues.
Contaminants # Samples Exceeding AL 90th % AL (mg/L) Violation? Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.020 13 No Erosion of natural deposil‘is. =
Lead 0 0.0014 0.015 No Corrqsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.

* Residual Chlorine - Maximum Residual Disinfectant Level.
** One monthly sample out of 26 tests collected in 2021 at the Iorizaki system tested positive for Total Coliform bacteria. Total Coliform are generally not harmful themselves.
Coliforms are bacteria that are naturally present in the environment and are used as an indicator that other, potentially harmful, bacteria may be present. The sample tested negative
for E. coli, which can be harmful to human health. The positive Total Coliform sample was cleared by repeat samples taken within 24 hours at the same location, and at locations
upstream and downstream. The requirement for Total Coliform, testing more than one positive sample per month at the system, was not exceeded.

Abbreviations and Definitions:
AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.

mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter
- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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MAEBATA ORDNANCE - DRINKING WATER CONSTITUENTS DETECTED IN 2021

Unit of Detected Level Standard Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.014 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 0.49 0.14 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 7.7 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCTS
Residual Chlorine mg/L 0.93 0.53 4.0* No Disinfectant added for water treatment.
Total Trihalomethanes mg/L 0.021 0.020 0.080 No By-product of drinking water chlorination.
Halo Acetic Acids mg/L 0.014 0.012 0.060 No By-product of drinking water chlorination.
Contaminants # Samples Exceeding AL 90th % AL (mg/L) Violation? Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.045 1.3 No Erosion of natural deposits.
Lead 0 0.0008 0.015 No Corrpsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.
* Residual Chlorine - Maximum Residual Disinfectant Level.

Abbreviations and Definitions:
AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.

mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter
- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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YOKOSE FUEL TERMINAL — DRINKING WATER CONSTITUENTS DETECTED IN 2021

Unit of Detected Level Standard Violation?
Contaminant . (MCL/ Possible Sources of Contamination
Measurement High Low MRDL) Yes / No
INORGANIC CONTAMINANTS
Barium mg/L 0.010 - 2.0 No Erosion of natural deposits.
Nitrate (as Nitrogen) mg/L 1.3 1.1 10 No Runoff from fertilizer and erosion of natural deposits.
Sodium mg/L 9.5 - - No Erosion of natural deposits.
DISINFECTANTS & DISINFECTION BYPRODUCTS
Residual Chlorine mg/L 0.58 0.13 4.0* No Disinfectant added for water treatment.
Total Trihalomethanes mg/L 0.025 0.019 0.080 No By-product of drinking water chlorination.
Halo Acetic Acids mg/L 0.0130 0.0098 0.060 No By-product of drinking water chlorination.
Volatile Organic Chemicals
Toluene | mg/L [ 000021 | - ] 1.0 No
Contaminants # Samples Exceeding AL 90th % AL (mg/L) Violation? Possible Sources of Contamination
Corrosion of house hold plumbing systems.
Copper 0 0.0365 1.3 No Erosion of natural deposits.
Lead 0 0.0003 0.015 No Corrpsion of house hold plumbing systems.
Erosion of natural deposits.
Notes:

CFAS monitors for many contaminants, only those detected during laboratory analysis are listed above.

* Residual Chlorine - Maximum Residual Disinfectant Level.

Abbreviations and Definitions:
AL: Action Level.

MCL: Maximum Contaminant Level. The highest level of a contaminant allowed in drinking water.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment measured at the consumer’s tap.

mg/L: milligrams per Liter.

ppt: parts per trillion, or nanograms per Liter
- : dash is one sample per water source based on sampling plan; no separate High and Low values.
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