










Table 1. Summary of Results

CATEGORY
Water Intended For:

SAMPLE
ID

Room Number ‐ Outlet Description Comments First Draw 
(ppb)

Retest 
required?

Date Fixture
Secured? 

(See Note 1)

Water Fountain 
15 min. Follow up 
Flush Sample ‐ 
Collected day 

before First Draw 
Sampling
(ppb)

First Draw  
(ppb)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

Description First Draw 
(ppb)

(See note 2)

Follow up 
Flush

‐ Collected 30 
seconds after 
First Draw 
Sampling
(ppb) 

SAMPLING DATE 6/18/2019 9/14/2019 9/14/2019 4/1/2020
RESULTS DATE 8/28/2019 10/17/2019 10/17/2019 5/1/2020
WASHING 5114‐F‐1‐19 104 NURSE OFFICE FAUCET 0.69 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐2‐19 105 TEACHERS LOUNGE FAUCET 0.82 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐3‐19 N/A HALLWAY NEXT TO RM 105 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐5‐19 112 TOILET  FAUCET 4.5 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐6‐19 112 TOILET  FAUCET 5.1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐7‐19 112 TOILET  FAUCET 2.3 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐8‐19 113 TOILET  FAUCET 1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐9‐19 113 TOILET  FAUCET 0.93 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐10‐19 113 TOILET  FAUCET 0.77 NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐11‐19 135 KITCHEN IN RM 107 FAUCET 1.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐12‐19 109 TOILET  FAUCET 1.6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐13‐19 110 TOILET  FAUCET 0.93 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐14‐19 N/A HALLWAY NEXT TO RM 114 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐15‐19 N/A HALLWAY NEXT TO RM 114 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐15A‐19 N/A HALLWAY NEXT TO RM 114 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐16‐19 114 STAFF RM FAUCET 2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐17‐19 115 CLASSROOM FAUCET 4.8 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐18‐19 116 TOILET FAUCET 2.3 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐19‐19 N/A HALLWAY NEXT TO RM 123 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐20‐19 N/A HALLWAY NEXT TO RM 123 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐21‐19 118 CLASSROOM FAUCET 1.7 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐22‐19 118 CLASSROOM BUBBLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐23‐19 119 CLASSROOM FAUCET 3.2 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐24‐19 119 CLASSROOM BUBBLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐25‐19 120 CLASSROOM FAUCET 7.2 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐26‐19 120 CLASSROOM BUBBLER 12 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐27‐19 121 CLASSROOM FAUCET 3 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐28‐19 121 CLASSROOM BUBBLER 0.71 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐29‐19 123 ART RM FAUCET 14 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐30‐19 123 ART RM FAUCET 7.1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐31‐19 123 ART RM FAUCET 4.6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐32‐19 123 ART RM FAUCET 1.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐33‐19 123 ART RM FAUCET 3.6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐34‐19 123 ART RM FAUCET 5 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐36‐19 124 TOILET  FAUCET 1.3 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐37‐19 125 SUPPLY OFFICE FAUCET 2.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐38‐19 126 SUPPLY STORAGE FAUCET 1.9 NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐41‐19 128 MAIN KITCHEN FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐42‐19 128 MAIN KITCHEN FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐43‐19 128 MAIN KITCHEN FAUCET 1.4 NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐44‐19 128 MAIN KITCHEN FAUCET 0.57 NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐45‐19 128 MAIN KITCHEN FAUCET 1.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐46‐19 142 LOCKER RM IN RM 128 FAUCET 1.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐50‐19 151 TOILET  FAUCET 0.76 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐51‐19 152 TOILET  FAUCET 0.62 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐52‐19 153 TOILET  FAUCET 1.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐53‐19 154 TOILET  FAUCET 1.4 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐54‐19 N/A HALLWAY NEXT TO RM155 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C‐55‐19 N/A HALLWAY NEXT TO RM155 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐56‐19 156 CLASSROOM FAUCET 0.58 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐57‐19 156 CLASSROOM FAUCET 0.5 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐58‐19 156 CLASSROOM FAUCET 1.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐60‐19 156 CLASSROOM FAUCET 1.8 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐61‐19 156 CLASSROOM FAUCET 1.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐62‐19 156 CLASSROOM FAUCET 5.8 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐63‐19 156 CLASSROOM BUBBLER 0.72 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐64‐19 171 PREPARATION RM IN RM 156 FAUCET 9.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐65‐19 158 CLASSROOM FAUCET 3.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐66‐19 158 CLASSROOM FAUCET 0.61 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐67‐19 158 CLASSROOM FAUCET 0.57 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐70‐19 158 CLASSROOM FAUCET 2.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐71‐19 158 CLASSROOM FAUCET 2.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐72‐19 158 CLASSROOM FAUCET 7 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐73‐19 158 CLASSROOM BUBBLER 1.4 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐74‐19 173 PREPARATION RM IN RM 158 FAUCET 5.8 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐75‐19 159 CLASSROOM FAUCET 17 YES 9/4/2019 N/A 1.8 0.75 AERATOR MAINTENANCE N/A N/A
WASHING 5114‐F‐76‐19 159 CLASSROOM FAUCET 11 NO N/A N/A N/A N/A N/A N/A N/A

POST REMEDIATION SAMPLING RESULTS
Recommeded Level = 15 parts per billion (ppb) Recommeded Level = 15 ppb

Darby Elementary ‐ Hario

SAMPLING LOCATION DESCRIPTION INITIAL SAMPLING RESULTS RE‐SAMPLING RESULTS CORRECTIVE ACTIONS

Enclosure (2)



WASHING 5114‐F‐77‐19 159 CLASSROOM FAUCET 19 YES 9/4/2019 N/A 1.5 0.54 AERATOR MAINTENANCE N/A N/A
DRINKING 5114‐B‐78‐19 159 CLASSROOM BUBBLER 51 YES 9/4/2019 N/A 2.6 0.79 AERATOR MAINTENANCE N/A N/A
WASHING 5114‐F‐79‐19 159 CLASSROOM FAUCET 2.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐80‐19 159 CLASSROOM FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐81‐19 159 CLASSROOM FAUCET 0.85 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐83‐19 175 PREPARATION RM IN RM 159 FAUCET 17 YES 9/4/2019 N/A 1.9 0.5 AERATOR MAINTENANCE N/A N/A
WASHING 5114‐F‐84‐19 160 CLASSROOM FAUCET 17 YES 9/4/2019 N/A 2.9 N.D. AERATOR MAINTENANCE N/A N/A
DRINKING 5114‐B‐85‐19 160 CLASSROOM BUBBLER 4.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐86‐19 161 CLASSROOM FAUCET 1.6 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐87‐19 161 CLASSROOM BUBBLER 2.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐88‐19 162 CLASSROOM FAUCET 3.4 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐89‐19 162 CLASSROOM BUBBLER 9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐90‐19 164 TEACHERS LOUNGE FAUCET 5.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐91‐19 N/A OUTSIDE FAUCET BY 105 FAUCET 1.1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐92‐19 N/A OUTSIDE FAUCET BY 106 FAUCET 8.4 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐93‐19 N/A OUTSIDE FAUCET BY 115 FAUCET 5.1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐94‐19 N/A OUTSIDE FAUCET BY 119 FAUCET 2.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐95‐19 N/A OUTSIDE FAUCET BY 144 FAUCET 0.66 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐96‐19 N/A OUTSIDE FAUCET BY 125 FAUCET 1.3 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐97‐19 N/A OUTSIDE FAUCET BY 128 FAUCET 1.4 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐99‐19 N/A OUTSIDE FAUCET BY 128 PLAY  FAUCET 6.8 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐100‐19 N/A OUTSIDE BUBBLER BY 156 PLAY  BUBBLER 2.8 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B‐101‐19 N/A OUTSIDE BUBBLER BY 158 PLAY  BUBBLER 100 YES 9/4/2019 N/A 9.73 1.6 AERATOR MAINTENANCE N/A N/A
WASHING 5114‐F‐102‐19 N/A OUTSIDE FAUCET BY 158 PLAY  FAUCET 6.3 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐103‐19 N/A OUTSIDE FAUCET BY 158 FAUCET 11 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐104‐19 N/A OUTSIDE FAUCET BY MAIN  FAUCET 12 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐105‐19 105 TOILET IN RM 105 FAUCET 0.95 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐106‐19 105 TOILET IN RM 105 FAUCET 0.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐107‐19 N/A OUTSIDE FAUCET BY 121 FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
COOKING 5114‐F‐108‐19 128 MAIN KITCHEN FAUCET 1.6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐110‐19 152 TOILET FAUCET 1.6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F‐111‐19 153 TOILET  FAUCET 0.99 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐1‐19 201 CLASSROOM FAUCET 6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐2‐19  202 CLASSROOM FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐3‐19  203 CLASSROOM FAUCET 0.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐4‐19  207 CLASSROOM FAUCET 1.5 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐5‐19  208 CLASSROOM FAUCET 0.66 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐8‐19  212 TOILET FAUCET 0.85 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐9‐19  212 TOILET FAUCET 0.63 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐10‐19  212 TOILET FAUCET 0.96 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐11‐19  212 TOILET FAUCET 4.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐12‐19  213 TOILET  FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐13‐19  213 TOILET  FAUCET 4.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐14‐19  213 TOILET  FAUCET 1.2 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐15‐19  213 TOILET  FAUCET 3.5 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C1‐16‐19  N/A HALLWAY NEXT TO RM 228 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C1‐16A‐19  N/A HALLWAY NEXT TO RM 228 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐17‐19  228 HOST NATION RM FAUCET 0.92 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐19‐19  216 TOILET  FAUCET 0.91 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C1‐20‐19  N/A HALLWAY NEXT TO RM 217 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐21‐19  218 CLASSROOM FAUCET 2.5 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B1‐22‐19  218 CLASSROOM BUBBLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐23‐19  221 CLASSROOM FAUCET 3.4 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B1‐24‐19  221 CLASSROOM BUBBLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐25‐19  222 TEACHERS RM FAUCET 1.8 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐26‐19  223 CLASSROOM FAUCET 5.2 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B1‐27‐19  223 CLASSROOM BUBBLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F1‐28‐19  224 TOILET FAUCET 1.7 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C1‐29‐19  N/A HALLWAY NEXT TO RM 217 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐C2‐4‐19 N/A HALLWAY NEXT TO RM 255 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐5‐19 252 TOILET  FAUCET 2.3 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐6‐19 252 TOILET  FAUCET 0.55 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐7‐19 252 TOILET  FAUCET 0.72 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐8‐19 253 TOILET  FAUCET 1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐9‐19 253 TOILET  FAUCET N.D. NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐10‐19 253 TOILET  FAUCET 0.71 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐11‐19 256 CLASSROOM FAUCET 7.7 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B2‐12‐19 256 CLASSROOM BUBBLER 4.7 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐13‐19 257 CLASSROOM FAUCET 2.8 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B2‐14‐19 257 CLASSROOM BUBBLER 18 YES 9/4/2019 N/A 18 2.7 REPLACE FAUCET 7.7 N/A
WASHING 5114‐F2‐15‐19 258 CLASSROOM FAUCET 8.3 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B2‐16‐19 258 CLASSROOM BUBBLER 32 YES 9/4/2019 N/A 33 3.6 REPLACE FAUCET 7 N/A
WASHING 5114‐F2‐17‐19 273 PREPARATION RM IN RM 258 FAUCET 10 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐18‐19 259 CLASSROOM FAUCET 7.7 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B2‐19‐19 259 CLASSROOM BUBBLER 28 YES 9/4/2019 N/A 31 7.4 REPLACE FAUCET 14 N/A
WASHING 5114‐F2‐20‐19 275 PREPARATION RM IN RM 259 FAUCET 4 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐21‐19 260 CLASSROOM FAUCET 2.7 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B2‐22‐19 260 CLASSROOM BUBBLER 4.9 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐23‐19 261 CLASSROOM FAUCET 3.3 NO N/A N/A N/A N/A N/A N/A N/A
DRINKING 5114‐B2‐24‐19 261 CLASSROOM BUBBLER 12 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐25‐19 262 SCIENCE RM FAUCET 34 YES 9/4/2019 N/A 21 1.6 REPLACE FAUCET 9.1 N/A
WASHING 5114‐F2‐26‐19 262 SCIENCE RM FAUCET 22 YES 9/4/2019 N/A 16 1.3 REPLACE FAUCET 5.7 N/A
WASHING 5114‐F2‐27‐19 262 SCIENCE RM FAUCET 17 YES 9/4/2019 N/A 8.3 1.5 AERATOR MAINTENANCE N/A N/A
WASHING 5114‐F2‐28‐19 262 SCIENCE RM FAUCET 13 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐29‐19 262 SCIENCE RM FAUCET 9.6 NO N/A N/A N/A N/A N/A N/A N/A
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WASHING 5114‐F2‐30‐19 262 SCIENCE RM FAUCET 6.1 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐31‐19 262 SCIENCE RM FAUCET 20 YES 9/4/2019 N/A 17 1.9 REPLACE FAUCET 5.4 N/A
DRINKING 5114‐B2‐32‐19 262 SCIENCE RM BUBBLER 34 YES 9/4/2019 N/A 42 3.2 REPLACE FAUCET 8.7 N/A
WASHING 5114‐F2‐33‐19 265 SCIENCE PREPARATION RM FAUCET 6 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐34‐19 266 STAFF RM FAUCET 7.4 NO N/A N/A N/A N/A N/A N/A N/A
WASHING 5114‐F2‐35‐19 262 SCIENCE RM FAUCET 34 YES 9/4/2019 N/A 30 2.8 REPLACE FAUCET 5.7 N/A
DRINKING 5114‐C2‐3‐19 N/A HALLWAY NEXT TO RM 225 COOLER N.D. NO N/A N/A N/A N/A N/A N/A N/A

Table 2. Summary Statistics
INITIAL SAMPLING RESULTS POST REMEDIATION RESULTS 

First Draw (ppb)  First Draw (ppb) 

36 4

6 0

7 0

0 0

116 4

9 0

159 8

15 0

Notes:      N.D. is Not‐Detected above laboratory reporting limit.
¹ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 15 ppb.

² Faucet replacements were implemented.  Post‐remediation sampling was conducted on 4/1/2020  and final results below recommended level of 15 ppb as shown on the table.

CATEGORY RE‐SAMPLING RESULTS
Recommeded Level = 15 parts per billion (ppb)

First Draw (ppb) Follow up Flush
‐ Collected 30 seconds after 

First Draw Sampling
(ppb) 

Total Drinking 6 6
Total Drinking > 15 ppb 4 0

Total Cook/Brush 0 0
Total Cook/Brush > 15 ppb 0 0

Total Washing 9 9
Total Washing > 15 ppb 4 0

Total Samples 15 15
Total Samples > 15 ppb 8 0
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